INTRODUCTION
In recent years, with the continuous development of the refrigeration industry, compressor technology is also improved. Piston compressor with power less than 16HP was crowded out by the progressively expanded scroll compressor; In low temperature applications, more than 40HP piston compressor section was supplanted by the small screw compressor. Although the high and low temperature market was occupied by other models, the piston compressor in the range of 16HP-40HP still has a high performance-price ratio, faced with high challenge, piston compressors are competitive in the future market.
Compared with the two stage compression refrigeration system, the quasi two stage compression system was greatly simplified, the various compressor quasi two stage compression cycle can adapt to the changing work conditions. Heating and cooling capacity and efficiency are improved when compressors are off-design conditions. The performance of the system is stable, and easy to increase the refrigerating capacity and COP after a simple transformation of the original machine [1] [2] [3] .
However, the quasi-two-stage compression cycle with vapor injection has been widely used in the screw compressors and scroll compressors systems [4] [5] [6] [7] [8] . Literature about piston compressor with vapor injection are rare. The paper presents a refrigeration cycle of piston compressor with vapor injection (PCVI). The single stage refrigeration compression cycle (SSRC) is regarded as the contrast. The two systems are compared and analyzed.
II. CYCLE SYSTEM DESCRIPTION
The schematic diagram of experiment device is showed in Fig.1 , and the pressure enthalpy diagram of the system is expressed in Fig.2 . The baseline single stage refrigeration cycle was 1-2-4-5-1, the main difference between the PCVI and the SSRC was that the high pressure refrigerant liquid from the condenser was divided into two ways, refrigeration loop 4'-5-1-2'-1 and injection loop 4-6-7, the 7-9-8 was refrigerant and refrigeration vapor mixing process, the 1-9-2' was a compression process. Part of refrigerant with medium temperature and high pressure from the condenser outlet was injected into the cylinder compression stroke of the reciprocating piston compressor in order to achieve the effect of quasi-two-stage compression. 
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III. THERMAL ANALYSIS OF THE SYSTEM
The refrigeration system uses R134a as the refrigerant, tests are carried out under the condition of atmosphere pressure 0.1MPa, relative humidity 75%, power 220V/50HZ±5%. Two sets of data were recorded by measuring the normal operation of the contrast (SSRC) and the system with vapor injection (PCVI).
The following assumptions were made for the energy analysis and exergy analysis: 1) Each circulation component is in a stable state and the flow is steady;
2) The variation of potential energy and kinetic energy of refrigerant at the inlet and outlet were negligible;
3) Throttling process is the isoenthalpy process. Pressure drop and heat losses of refrigerant in the cycle were neglected.
The energy analysis method based on the first law of thermodynamics is used to evaluate the performance of the total refrigeration system. The result is showed in table 1. As can be seen from Table 1 , the PCVI improved the unit refrigeration capacity, but because of the refrigerant injection process without economic heat exchanger, the total refrigeration capacity was reduced. Intermediate injection of the refrigerant compressor caused a slight increase in compressor power leading to the COP of IRC declined.
In order to further evaluate the intensity of the irreversibility at every cycle component, the exergy analysis is employed in the study to further explore the thermodynamic performance of the two systems [9] [10] [11] .
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The results of exergy analysis of the two systems were shown in exergy flow diagram Fig. 3 , when the condensing pressure was 0.58MPa. Fig.3 shows that the compression destruction of SSRC system accounted for 20.3% of the compressor exergy input. In order to minimize the energy consumption, energy saving should be the compression process. The compressor destruction and the evaporator destruction of the system PCVI are reduced, while condenser destruction and expansion destruction of the system PCVI are raised. Since the the throttling process of PCVI system did not use methods such as an economic heat exchanger or an ejector, the heat recovery and other methods to reduce the throttle loss [12] . The exergy destruction of expansion process is raised in the PCVI system, thus leading to the exergy efficiency reduction of the system. IV. CONCLUSION
The PCVI system reduced total system exergy destruction, especially the compression exergy destruction. The PCVI system expanded the use range of the piston compressor, and improved the performance of compressor in low temperature and high temperature conditions. The system has only one compressor, which makes the system institutions simple, easy to maintenance. The system should be more widely used. Because no measures are taken to reduce the throttling losses in the present study, further improvement of the PCVI system will be carried out in the next work. 
